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% TEMPORARILY DISCONNECT PIPING FROM COILS AND
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EX. PIPING IN TUNNEL TO REMAIN —

— RECONNECT ONCE NEW COILS HAVE BEEN INSTALLED,
CONTRACTOR SHALL ALLOW FOR ANY ADDITIONAL PIPING,
FITTINGS ETC... TO ACCOMMODATE NEW COIL HOOK UPS.

. ] EX. MULTI ZONE AHU AND DUCTWORK TO REMAIN,
EX. PUMPS TO REMAIN. REBALANCE
ENTIRE HEATING WATER SYSTEM. ~ AHU #1 2
<<
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EX, SUMP PUMP TO REMAIN ﬁ
EX. UNIT HEATER TO REMAIN %
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REPLACE COOLING AND HEATING COIL TO ACCOMMODATE ADDITIONAL LOAD STEAM CLEAN INSIDE OF UNIT INCLUDING COILS. REPLACE
REQUIREMENTS DUE TO RENOVATIONS. REBALANCE AHU AND ENTIRE SUPPLY FILTERS AND VERIFY PROPER OPERATION OF ALL CONTROL *
AND RETURN SYSTEM THROUGHOUT THE BUILDING. REPLACE CONTROL VALVES
AND MODIFY PIPING AS REQUIRED TO REPLACE COILS AND CONTROL VALVES.— COMPONENTS. REPORT ANY DEFICIENCIES TO THE ENGINEER.
) IN ADDITION TO UNIT, STEAM CLEAN ALL INSIDE OF DUCTWORK
THROUGH OUT THE ENTIRE BUILDING PRIOR TO INSTALLATION
& I I I 4 T OF NEW DUCTWORK,
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—— AREA TO BE SPRINKLED
— FLOW AND TAMPER SWITCH
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PIPING TO RUN UNDER EX. FAN

END OF HEAT TRACING

CONTINUOS PVC SLEEVE. SEE DETAIL BELOW

ELECTRIC HEAT TRACING
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